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BN TYPE 24-10S GRATE
(Welded Steel) .
/>— Lo4" x 3" x 4" x 71%" Reticuline Type NOTES:
1. All materials, fabrication, galvanizing and surface treatment
3" x 4" end band shall be in accordance with sections 75 and 96 of the current
51 4 issue of the Standard Specifications of the State of California,
4" x /4" bearing bars Business and Transportation Agency, Department of Transportation.
2. Frames ond covers shall fit together without rocking.
: 7" L + _j_ . X . .
< Typ 4 3/, 3. ;ﬁgg:;& Frame - 109 Ibs., Grate - 182 Ibs. designed for full troffic
j \ 3“—PI ‘4— 4, This standard grate is equivalent to the State Type 600-10S grate.
ER N See State drawing D77B.
- SECT A-A
_IO_N'_' 5. This Standard Plan is to be used for ease of maintenance on
L 4" x 3" x 4" x 4" those manhole bases where a potential debris problem is
anticipated. The grate is not intended to be used os a drain.
CAST-IN GALVANIZED FRAME 6. For manhole base steel details see Standard Plan CD32i.
7. For step details and layout see Standard Plan CD30i.
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USE TOP SLAB:

1. Where there is not sufficient clearance between
the top of the manhole base and finish grode
for a precast section and manhole cover frame.
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on a Type "ll" manhole base. The opening in the

slab shall conform to the inside dimensions of the COUNTY OF CONTRA COSTA
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